
2.1.2  SUMMARY OF MAJOR CHEMICALS, MICROBIOLOGICAL, AND PHYSICAL 
PARAMETERS OF EDMONTON DRINKING WATER PRODUCED 

AT WATER TREATMENT PLANTS

August 2021

Unit Monthly
Count

Monthly
Average

YTD
Median

YTD
Min

YTD
Max

YTD
Count

Parameter

mg CaCO3/LAlkalinity Total  62 105 122 96 145  486

mg/LAluminum  2 0.171 0.086 0.029 0.179  16

mg/LArsenic  2 0.0002 <0.0002 <0.0002 0.0003  16

mg/LBromate Dissolved  10 <0.005 <0.005 <0.005 <0.005  76

µg/LBromodichloromethane  62 <0.5 <0.5 <0.5 2.6  486

mg/LCadmium  2 <0.0002 <0.0002 <0.0002 <0.0002  16

mg CaCO3/LCalcium Hardness  62 97 114 87 134  486

mg/LChlorate Dissolved  10 0.124 0.118 0.050 0.202  76

mg/LChloride Dissolved  10 5.38 5.78 2.96 10.80  76

mg/LChlorite Dissolved  10 <0.01 <0.01 <0.01 <0.01  76

mg/LChromium  2 <0.0002 <0.0002 <0.0002 <0.0002  16

TCUColour  62 0.5 0.8 <0.5 2.4  486

µS/cmConductivity  10 323 384 314 455  70

mg/LCopper  2 <0.0050 <0.0050 <0.0050 <0.0050  16

oocysts/100LCryptosporidium  2 <0.1 <0.1 <0.1 <0.1  27

mg/LFluoride  62 0.65 0.67 0.55 0.72  486

cysts/100LGiardia  2 <0.1 <0.1 <0.1 <0.1  27

ug/LHaloacetic Acids, total (HAA5)  2 12.5 19.0 9.6 27.4  16

mg CaCO3/LHardness, Total  62 149 174 137 203  486

mg/LIron  2 <0.0050 <0.0050 <0.0050 <0.0050  16

mg/LLead  2 <0.0002 <0.0002 <0.0002 <0.0002  16

mg/LManganese  2 <0.0020 <0.0020 <0.0020 <0.0020  16

mg/LMercury  2 <0.0002 <0.0002 <0.0002 <0.0002  16

mg/LNitrate (as N) Dissolved  10 0.061 0.070 0.050 0.175  76

mg/LNitrite (as N) Dissolved  10 0.04 0.02 <0.01 0.05  76

N/ApH  62 7.8 7.9 7.4 8.2  486

mg/LPotassium  2 0.60 0.80 0.60 1.00  16

mg/LSodium  2 6.52 8.05 5.70 23.90  16

mg/LSulphate Dissolved  10 51.6 56.2 49.8 95.1  76

mg/LTotal Chlorine  62 2.08 2.05 1.44 2.49  486

mg/LTotal Dissolved Solids  2 199 229 195 272  16

mg/L CTotal Organic Carbon  10 0.8 1.3 0.7 3.0  70

mg/LTrihalomethanes  62 0.010 0.013 0.004 0.037  486

NTUTurbidity  62 0.04 0.04 0.02 0.17  486

mg/LUranium  2 <0.0005 <0.0005 <0.0005 0.0006  16

mg/LZinc  2 <0.0050 <0.0050 <0.0050 <0.0050  16

Bacteriological Data
Coliforms, total PA/100mL  62 Absent AbsentAbsentAbsent  486

E. coli PA/100mL  62 Absent AbsentAbsentAbsent  486


